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Acoustic Tests on a New Motor Generator System
for the Minuteman Launch Control Centers at
Alpha 01 and Sierra 00, Malmstrom AFB MT

INTRODUCTION

Purpose

This report presents the findings and recommendations of an acoustic
field performance evaluation survey on a new motor generator system (MGS) for
the Strategic Air Command (SAC) Minuteman Launch Control Centers (LCC). The
survey was performed at the request of 00-ALC/LMMICB, the Directorate of
Materiel Management for the Minuteman LCCs, at Hill AFB UT, during the period
22 Apr to 5 May 90. Tests were performed at two LCCs at Malmstrom AFB MT,
since this was the first operational wing receiving the new MGS. Rivet Mile
from Ogden ALC performed the installation. Follow-up acoustic noise data was
desired by 00-ALC and SAC to compare to the measurements obtained on previous
surveys at the Hil1l Engineering Test Facilities (HETF) during qualification
testing of the new MGS. SAC also desired the measurements to demonstrate the
noise reduction of the new MGS versus the old system and to document the
acoustic environment of the capsule crews.

Background

Recommendations from USAFOEHL Report 85-075EH146DNA, "Noise and Vibration
in Minuteman Launch Control Centers," were used by TRW, a USAF consultant for
the Minuteman system, to design a noise specification for a new, quieter motor
generator system. The Boeing Company, as primary contractor, subcontracted to
American Electronics, Inc., the design and construction of a new MGS which
would, among other criteria, meet the PNC-50 (preferred noise criterion)
acoustic performance specification for noise in the LCC. The AFOEHL performed
the post critical design review acoustic tests at the HETFs, 29 Nov to 1 Dec
88, and reported results in AFOEHL Report 89-033, "Acoustic Tests on a New
Motor Generator System for the Minuteman Launch Control Centers in Hill
Engineering Test Facilities I and II, Hil1l AFB UT." These test results
indicated the new MGS was not meeting the desired LCC acoustic criteria.
Modifications were made on the MGS and final qualification tests were
performed in the HETFs on a production 1ine version of the MGS, 17-21 Jul 89.
These tests also indicated the new MGS was not meeting the PNC-50 criteria for
noise when hard mounted to the MGS subfloor particularly on AC operation.
There was still significant structure-borne acoustic energy from MGS vibra-
tions. It was determined this problem could be minimized with the use of
vibration isolation pads of 1/2 inch thick rubber placed between the MGS

Note: This report was accomplished by the Air Force Occupational and
Environmental Health Laboratory (AFOEHL), which is now the Armstrong
Laboratory, Occupational and Environmental Health Directorate.




frame and metal subfloor at each mounting bolt. With this mounting scheme,

the acoustic energy in the LCC from the MGS was significantly reduced to the
point of meeting the PNC-50 criteria. The new MGS was accepted with the
vibration isolation mounting scheme. Now Rivet Mile from Ogden is beginning
to install the new MGS at operational sites in SAC, beginning at Maimstrom AFB.

Scope

Acoustic measurements would be obtained at both the commander's chair and
the deputy commander's chair in the same fashion the measurements were
obtained in the previous two studies in the HETFs. Test sites were LCCs Alpha
01 and Sierra 00. This report will compare the measurements obtained at
Malmstrom with those obtained during the qualification tests in the HETFs.

The data will also be compared to the latest noise criterion curves.

DISCUSSION

Method

A1l data collection and analyses were performed using the Norwegian
Electronics Model 830 dual channel real time analyzer. The channel 1 micro-
phone monitored the acoustic energy at the commander's chair and the channel 2
microphone monitored the acoustic energy at the deputy commander's chair.
Both microphones were set on tripods at 1.15 meters above the floor, which is
the average, sitting, ear level height. Each microphone was positioned
parallel to the floor and pointed toward the ear of the crew person.
Measurements were made without the crew person in place. Three 30-second
average measurements were obtained at both the right and left ear positions,
and these six measurements were averaged to obtain the average noise level at
each crew position for each measurement condition.

The basic measurement conditions included the old and new motor generator
units at both AC and DC power with no load and no acoustic dampening materials
in place. These conditions provided a Took at the improved acoustics of the
new MGS versus the old MGS in a field setting, and data comparable to the HETF
data. Additional measurements with the new MGS included operating the
emergency air conditioning unit (EACU), and placing acoustic dampening
materials in the LCC (i.e., carpet and baffles}).

Results

Acoustic measurement results are presented in Appendixes A - G. Appendix
A and B present acoustic performance measurement data at the crew positions
compared to a reference criteria (i.e., measured level minus the criteria).
Therefore, the graphic displays indicate how many decibels the measured levels
were above or below the criteria. The criteria line is the zero level on the
y-axis. The accompanying table shows numerically the actual decibel level
above or below the criteria.




Appendix A presents the PNC-50 criteria collected at Alpha Ol and Sierra
00. These data include measurements of both the old and the new MGS under
various operating and load conditions, as weil as various capsule configura-
tions (i.e., carpet and acoustic baffles). For site Alpha 01, the old MGS was
clearly out of specification at the 1000 and 2000 Hertz (Hz) octave band
frequencies under both AC and DC power operation. The worst case was in the
1000 Hz octave band at the deputy commander's chair (DCC) with the MGS in AC
power cperation and no load (NL). Here the measured noise level exceeded the
PNC-50 criteria for that octave band by 15.2 decibels (dB). The 1 and 2 kHz
octave bands are critical speech frequencies where excess noise can cause a
great deal of voice communication interference. With the new MGS at Alpha 01
under the same operating conditions, a dramatic noise reduction has been
achieved, although the PNC-50 criteria are still exceeded by 5.5 dB in the 2
kHz octave band at the commander's chair (CC) under AC operation (3 dB at the
DCC). Under DC operation, the 31.5 Hz octave band was exceeded by 5.2 dB at
the CC and the 500 Hz octave band was exceeded by 1.7 dB at the DCC.

Similar results were obtained at site Sierra 00. Here the most offending
frequency from the old MGS was the 250 Hz octave band which exceeded the
PNC-50 criteria by 12 to 13 dB in all cases. At Sierra 00 we had the
opportunity to collect acoustic measurements with the new MGS in both the
serviced (SVC) and unserviced conditions. The new MGS in the unserviced
condition with the vibration isolation mounting technique reduced the measured
Tevels in the 250 Hz octave band well below the criteria. Levels exceeding
the PNC-50 critaria by about 5 dB were observed in both the 31.5 Hz and 500 Hz
octave bands. A comparison of measurements obtained at Sierra 00 with and
without the carpet in place and the MGS in the unserviced condition indicates
the carpet is effective in reducing the 500 Hz octave band to a level below
the criteria in all cases except at the DCC with the MGS in DC operation.

Here a 3 dB reduction was achieved, but the level still exceeds the criteria
by 3 dB. The 500 Hz octave band is also a critical speech frequency and
therefore reductions of 3 dB (equivalent to a halfing of acoustic energy) in
this nctave band are significant. After the new MGS had been serviced,
measurements indicated the carpet was not as effective in reducing the level
in the 500 Hz octave band. In fact, the 500 Hz octave band SPL actually goes
up by as much as 3 dB at the CC with the MGS in DC operation. It is reduced 1
dB at the DCT under the same conditions. This anomaly is difficult to
explain. Having the carpet in place should provide a small reduction in
measured noise levels in all cases. It is possible something other than the
MGS alone was operating at the time of the measurements, and we simply were
not aware of it.

Appendix B presents all the same data and measurement locations and
conditions as Appendix A except now comparing to the new NCB-50 curve
(Balanced Moise Criterion Curves). The NCB curves are an updated set of NC
(Noise Criterion) curves developed and published in 1988. These curves are
criteria which apply to occupied interior spaces with all systems running.

The NCB curves allow slightly higher levels at almost all octave band
frequencies and provide criteria at the lower 16 Hz octave band frequency. As
a result, when the same data is compared to the NCB-50 curve, the results look
even better than with the PNC-50 curve. Although the new MGS was not designed
to comply with the NCB curves, results showing the NCB comparison are provided
since any new work in the LCCs would have to incorporate the new criteria for
the a.oustic environment.




Appendixes C - G present comparison charts and tables showing actual
measured sound pressure levels (SPL). Each figure compares two data sets with
the reference PNC-50 criterion. Appendix C compares the old versus the new
MGS. Appendix D compares the commander's chair position with the deputy
commander's. Appendix E shows the Sierra 00 LCC acoustic environment with and
without carpet. Appendix F presents the Sierra 00 LCC acoustic environment
with the serviced and unserviced MGS. Appendix G compares the Alpha 01 LCC
acoustic environment with the measured noise levels in the Hill AFB HETF I. A
comparison of the Targer Sierra 00 facility with the Hi1l AFB HETF II cannot
be done since the proper HETF 11 data was rever collected. A1l SPL data for
Sierra 00 shown in these comparison charts uses the serviced MGS data since it
shows the best achievable levels. The overall levels in Appendix G comparing
Alpha Ol to HETF I indicate the HETF data is from 1.5 dB to 7.4 dB lower than

the field data.

Observations

The table is a summary of preferred speech interference levels in the LCC
at Alpha 01 and Sierra 00. PSIL values of 49 dB for the large LCCs and 51 dB
for the small LCCs had been recommended in USAFOEHL Report 85-075EH146DNA as
necessary to achieve a "normal voice" communication level between speaker and
listener at the console separation distances. These PSIL values are met with
this new MGS for all conditions except when the emergency air conditioning
unit (EACU) is operating. Of course it is the EACU itself, not the MGS, which
causes the recommended PSIL to be exceeded.

summary of Preferred Speech Interference Levels
(PSIL) in Alpha 01 and Sierra 00 LCCs at the
Commander's and Deputy Commander's chairs.

MEASUREMENT | MGS £CS EACU | CARPET/
LOCATION MODE | MODE | MODE | BAFFLES | PSIL (dB)
cc AC OFF OFF YES 38.1
SIERRA 00 Dcc AC OFF OFF YES 40.1
ccC DC OFF OFF YES 38
DcC DC OFF OFF YES 37.7
cc AC OFF OFF NO 46.4
DcC AC OFF OfF NO 483
cC oc OFF OFF NO 44.3
Dce DC OFF OFF NO 46.6
cc AC ON OFF YES 60.1
ocCe AC ON OFF YES 5198
ALPHA 01 folo] DC ON OFF YES 49.2
Dce DC ON OFF YES 51.1
cc AC OFF OFF YES 38
Dce AC OFF OFF YES 418
cc [o]03 OFF OFF YES 36.9
DCC DC OFF OFF YES 40.1
cc AC ON ON YES 649
Dcce AC ON ON YES 874




CONCLUSION

The new motor generator systems installed in the launch control centers
at Alpha 01 and Sierra 00 at Malmstrom AFB MT did not meet the technical
requirements of the PNC-50 criteria. The modified PNC-50 criteria developed
by 00-ALC/LMMICB and specified in the contract states: "The acoustical noise
level of the M-G (MGS) shall not exceed 3 dB above the following values
(maximum noise level for PNC-50 values) over the frequency bands (octave-band
center frequency) indicated provided that any noise over these levels is
offset by an equal or greater amount at other octave bands." Loosely
interpreted, our measurement results could be shown to meet the modified
criteria, although the 3 dB 1imit is exceeded in several instances.
Measurement results meeting or not meeting the criteria is a moot point at
this time since the new motor generators have already been accepted and are
being installed. The main point is the amount of noise reduction which has
been achieved with the new MGS. Variations in noise level can and probably
will occur from capsule to capsule. The PSIL values indicate an acceptable
voice communications environment has been achieved.

RECOMMENDATIONS ‘
The EACU remains a major noise source in the LCCs when it is operating.
Although it is not in constant use, it will cause voice communication problems

whenever it is on. We continue to recommend replacement of these units with
newer, quieter operating models.
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DC

DCC or D
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GLOSSARY OF TERMS

MEANING

AC Power Operation of Motor Generator Set
Alpha 01 Launch Control Center

Acoustic Baffles in LCC ceiling
Commander's Chair

DC Power Operation of Motor Generator Set
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Emergency Air Conditioning Unit
Environmental Control System

Hill Engineering Test Facility

Launch Control Center

Motor Generator Set

No Load on Motor Generator Set

New Motor Generator Set
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Sierra 00 Launch Control Center
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APPENDIX A

Performance Measurements
at the Crew Positions

Measured Levels re. PNC-50
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63 57.8 66 -8.2
125 61.5 62 -0.5
250 60.6 58 2.6
500 49.9 54 -4,1
1,000 58.7 50 8.7
2,000 51.9 486 5.9
4,000 37.2 43 -5.8
8,000 30.4 43 -12.5
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OCTAVE BAND CENTER FREQUENCY (Hz)
OCTAVE
BAND PNC-80 | MEASURED LEVEL
FREQ SPL CRITERIA MINUS PNC-50
(Hz) (dB) (dB) (dB)
31.5 75.1 70 5.2
63 56.8 66 -9.2
125 68.9 62 6.9
250 71 58 13
500 56.4 54 2.4
1,000 50.4 50 0.4
2,000 45 46 -1
4,000 35.5 43 -7.5
8,000 32.3 43 -10.7
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SO0 OLD MG DC NL DCC

25 5
] lﬂ;."’.l MEASURED LEVEL MINUS PNC-50 CRITERIA
20 .;:' ...........................................................................................
15 _; ...........................................................................................
10 “: ..............................................................................
u—lJ 5 _E .......................................
> 3
4 o0
-5 3
-15 3~
_20 - i 2 : 5 . i "
@2 26°  g00 00 000 o0 3000
OCTAVE BAND CENTER FREQUENCY (Hz)
OCTAVE
BAND PNC-50 | MEASURED LEVEL
FREQ SPL CRITERIA | MINUS PNC-50
(Hz) (dB) (dB) (dB)
31.5 76.1 70 6.1
63 52.5 66 -13.4
125 66.5 62 4.5
250 70 58 12
500 58.1 54 4.1
1,000 52.2 50 2.2
2,000 46.8 46 0.8
4,000 39 43 -4
8,000 35.4 43 -7.6

20




LEVEL

SO0 NEW MG AC NL WO/CARPET CC

25 3

[0 MEASURED LEVEL MINUS PNC-50 CRITERIA|

- 20 ¥ T Y Y u T T f
43‘\.6 82 ‘\'16 160 (000 ,\000 ,1000 °.0()0 %000
OCTAVE BAND CENTER FREQUENCY (Hz2)
OCTAVE
BAND PNC-50 MEASURED LEVEL
FREQ SPL CRITERIA MINUS PNC-50
(Hz) (dB) (dB) (dB)
31.5 75.5 70 5.6
€3 65.7 66 -0.3
125 56 62 -6
250 44.4 58 -13.6
500 56.3 54 2.3
1,000 39.4 50 -10.6
2,000 38.8 46 -7.2
4,000 34.1 43 -8.8
8,000 31.3 43 -11.6
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LEVEL

SO0 NEW MG AC NL WO/CARPET DCC

1 IE’.’! MEASURED LEVEL MINUS PNC-60 CRITERIAJ

- 2 T T T y 1 Y U T
0 n® 83 a5 980 (00 00 000 000 400
OCTAVE BAND CENTER FREQUENCY (Hz)
OCTAVE
BAND PNC-50 MEASURED LEVEL
FREQ SPL CRITERIA MINUS PNC-50
(Hz) (dB) (dB) (dB)
31.5 75.4 70 5.5
63 59 66 -7
125 57.6 62 -4.4
250 44.4 58 -13.6
500 55.2 54 1.2
1,000 41.8 50 -8.2
2,000 44.1 46 -1.8
4,000 38 43 -5
8,000 33.8 43 -9.2

22




SO0 NEW MG DC NL WO/CARPET CC

25
3 [En MEASURED LEVEL MINUS PNC-80 cmrenm]
20 _'_“‘ .........................................................................................
3
1 5 _':' ...........................................................................................
10 3
- E
YY) R
= 3
W o
-10 4
-15 4
=20 —=¢ 02 A9 00 00 .00 La0Q 00 00
2\ \ 2 80" \00Y H0OY L0 @0
OCTAVE BAND CENTER , REQUENCY (Hz)
OCTAVE
BAND PNC-50 | MEASURED LEVEL
FREQ SPL CRITERIA | MINUS PNC-50
(Hz) (dB) (dB) (dB)
31.5 76.5 70 6.5
63 64.5 66 -1.4
125 57.1 62 -4.9
250 48 58 -10
500 53.1 54 -0.9
1,000 34.3 50 -15.7
2,000 40.1 46 -5.9
4,000 34.7 43 -8.3
8,000 31.1 43 -11.9
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SO0 NEW MG DC NL WO/CARPET DCC

25
] [E2 MEASURED LEVEL MINUS PNC-80 CRITERIA]
20 4
15 @
10 3
o 5
> 5
w 0
-5 3
-10 4
-156 4
=20 g A g e S S eSS
A\ o A\l 1% «0 \00 ,1‘00 &00 %00
OCTAVE BAND CENTER FREQUENCY (Hz)
OCTAVE
BAND PNC-50 | MEASURED LEVEL
FREQ SPL CRITERIA | MINUS PNC-50
(Hz) (dB) (dB) (dB)
31.5 74.6 70 4.6
63 57.6 66 -8.4
125 57 62 -5
250 48.3 58 -9.6
500 60 54 6
1,000 36.4 50 -13.5
2,000 46.7 46 0.7
4,000 37.2 43 -5.7
8,000 33.9 43 -9.1

24




LEVEL

SO0 NEW MG AC NL W/CARPET CC

1 [E2 MEASURED LEVEL MINUS PNC-50 CRITERIA]

%0

¢0° \000

709° 400 00°

OCTAVE BAND CENTER FREQUENCY (Hz)

OBCAI'QXE PNC-50 | MEASURED LEVEL

F(F’:E)Q (SdPali CR(IIE)RIA MINU?dl;l)QO-GO
31.5 76.3 70 6.3
63 66.2 66 0.2
125 58.4 62 -3.6
250 50.1 58 -7.8
500 53.3 54 -0.7
1,000 39.1 50 -10.9
2,000 36.6 46 -9.4
4,000 26.6 43 -16.4
8,000 27.4 43 -15.6
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LEVEL

SO0 NEW MG AC NL W/CARPET DCC

] |E:'J MEASURED LEVEL MINUS PNC-80 CHITERIA]

- 20 63'

\12° 180 00 \000 1000 5,000 %000
OCTAVE BAND CENTER FREQUENCY (Hz)

OBC;ﬁ\éE PNC-50 | MEASURED LEVEL

FREQ SPL CRITERIA MINUS PNC-50
(Hz) (dB) (dB) (dB)
31.5 77.3 70 7.3
63 57.4 66 -8.6
125 60.1 62 -1.9
250 48.8 58 -9.2
500 49.6 54 -4.4
1,000 38.3 50 -11.7
2,000 37.5 46 -8.5
4,000 27.9 43 -15.1
8,000 27.2 43 -15.8
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LEVEL

SO0 NEW MG DC NL W/CARPET CC

i [E2 MEASURED LEVEL MINUS PNC-50 CRITERIA]

M® 63 a8 480 0% 000 00 000 (500
OCTAVE BAND CENTER FREQUENCY (Hz)
OCTAVE
i | B0 | gt |uesmez e
(Hz) (dB) (dB) (dB)
31.5 69.7 70 0.3
63 64.8 66 -1.2
125 62.1 62 0.1
250 48.4 58 -9.6
500 53.6 54 0.4
1,000 35 50 -15
2,000 35.5 45 -10.5
4,000 26.3 43 -16.7
8,000 27.8 43 -15.2
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LEVEL

SO0 NEW MG DC NL W/CARPET DCC

J  |=3 MEASURED LEVEL MINUS PNC-60 CRITERIA|

'Y \'L""

,)_60 600

\000 1000 &000

00°

OCTAVE BAND CENTER FREQUENCY (Hz)

OCTAVE
BAND PNC-50 | MEASURED LEVEL
FREQ SPL CRITERIA MINUS PNC-50

(Hz) (dB) (dB) (dB)
31.5 74.9 70 4.9

63 54.2 €6 -11.8
125 61.1 62 -0.9
250 49.1 58 -8.9
500 57.3 54 3.3
1,000 36.4 50 -13.6
2,000 36.5 46 -9.5
4,000 27.7 43 =15.3
8,000 27.6 43 -15.4
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SO0 NEW MG SVC AC NL WO/CARPET C

25 -
] |=2 MEASURED LEVEL MINUS PNC-50 CRITERIA|
20
15
10 4
2 5
> 5
4 0 -
-5 _] .
104
-15 4
" 20 S et o
a\. © \I° 9BV O \00 ,100 200 0()0
OCTAVE BAND CENTER FREQUENCY (Hz)
OCTAVE
BAND PNC-50 MEASURED LEVEL
FREQ SPL CRITERIA MINUS PNC-50
(Hz) (dB) (dB) (dB)
31.5 75 70 5.1
63 60.8 66 -5.2
125 57.6 62 —4.4
250 48.6 58 -9.4
S00 52.2 54 -1.8
1,000 371 50 -12.9
2,000 37.7 46 -8.3
4,000 33.6 43 -9.4
8,000 315 43 -11.4
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SO0 NEW MG SVC AC NL WO/CARPET D

25 i [m MEASURED LEVEL MINUS PNC-50 CRITEM
20 _i. ...........................................................................................
1 5 e
1 0 ._; ...........................................................................................
- e
(V8] -
> ]
§ o
-10
=15
- 20 ; 3 e oy Lot f T N ru u u
,5\.6 8> % 'Lﬁo 600 \000 1000 “000 %000
OCTAVE BAND CENTER FREQUENCY (Hz)
OCTAVE
BAND PNC-50 | MEASURED LEVEL
FREQ SPL CRITERIA MINUS PNC-60
(Hz) (dB) (dB) (dB)
31.5 73.5 70 3.5
63 55.7 66 -10.3
125 57.6 62 -4.3
250 49.2 58 ~8.8
500 53.2 54 -0.8
1,000 40.5 50 ~-9.5
2,000 40.7 46 -5.3
4,000 36.9 43 -6.1
8,000 35.3 43 -7.7
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LEVEL

SO0 NEW MG SVC DC NL WO/CARPET C

3 [e2 MeasuReD LEVEL MINUS PNC-50 CRITERIA|

20_: ...........................................................................................

15_: ...........................................................................................

\000 ';000 5,000 3000

OCTAVE BAND CENTER FREQUENCY (Hz)

FREQ
(Hz)

OCTAVE

BAND
SPL
(dB)

PNC-50
CRITERIA
(dB)

MEASURED LEVEL
MINUS PNC-50
(dB)

31.5

70.7

70

0.7

63

61.3

66

-4.6

125

62.2

62

0.2

250

48.3

58

-9.7

500

52.3

54

-1.7

1,000

36.5

50

-13.5

2,000

40.8

46

-5.2

4,000

33.9

43

-9.1

8,000

31.6

43

-11.4




LEVEL

SO0 NEW MG SVC DC NL WO/CARPET D

] |E3 MEASURED LEVEL MINUS PNC-60 CRITERIA|

- e
o o

o

Ll lllllllllll

] ]

—-— —

o O
RN IUETY BNET

'
N
o

M

e® 19 0),60' 600' \000

20

o0 “000

00°

OCTAVE BAND CENTER FREQUENCY (Hz)

OCTAVE
FREQ | SPL | GRITERIA | MINUS PNG-60
(Hz) (dB) (dB) (dB)
31.5 64.5 70 -5.5
63 58.5 66 -7.4
125 60.2 62 -1.8
250 49.9 58 -8
500 49.2 54 -4.8
1,000 38.4 50 ~11.6
2,000 45.4 46 -0.6
4,000 37.1 43 -5.9
8,000 34.3 43 -8.7
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SO0 NEW MG SVC AC NL W/CARPET CC

25 ] [E2 MEASURED LEVEL MINUS PNC-60 CRITERIA|
20 ﬂ
16 3
10
- 3
w .
> ]
4 04
-5 -
-10 3
-15 4
-20 S ST | P | e S P PN
) A\l % &0 .\00 ,100 AQO %00
OCTAVE BAND CENTER FREQUENCY (Hz)
OCTAVE
BAND PNC-80 MEASURED LEVEL
FREQ SPL CRITERIA MINUS PNC-50
(Hz) (dB) (dB) (dB)
31.5 71.6 70 1.7
63 59.4 66 -6.6
125 56.3 62 -5.7
250 42 58 -16
500 54.4 54 0.4
1,000 37.5 S0 -12.5
2,000 37 46 -9
4,000 27.3 43 -15.7
8,000 27.4 43 -15.5

33




LEVEL

SO0 NEW MG SVC AC NL W/CARPET DC

3 |EZI MEASURED LEVEL MINUS PNC-80 CRITERIAI

\000 ';000 9,000

0%°

OCTAVE BAND CENTER FREQUENCY (Hz)

OCTAVE

mea | B | oSS, |MEADERLE
(Hz) (dB) (dB) (dB)
31.5 75.3 70 5.3
63 47.9 66 -18.1
125 52.9 62 -9.1
250 42.9 58 -15.1
500 54 54 0
1,000 39.8 50 -10.2
2,000 38.6 46 -7.4
4,000 28 43 =15
8,000 27.3 43 -15.7
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LEVEL

SO0 NEW MG SVC DC NL W/CARPET CC

] |ED MEASURED LEVEL MINUS PNC-80 CRITERIA|

LX) \000

10%% 400% g00°

OCTAVE BAND CENTER FREQUENCY (Hz)

OBCIG‘I;E PNC-50 | MEASURED LEVEL

F(?‘EZ)Q (S‘I’l”al3 Oﬂgs;‘llA MINU?d:?O-SO
31.5 67.6 70 -2.4
63 55.6 66 —10.4
125 55.6 62 —6.4
250 42.8 58 -15.2
500 55.4 54 1.4
1,000 35.8 50 -14.2
2,000 35.8 46 -10.2
4,000 25.8 43 -17.2
8,000 27.7 43 -15.3
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LEVEL

SO0 NEW MG SVC DC NL W/CARPET DC

3 [z2 MEASURED LEVEL MINUS PNC-80 CRITERIA|

OCTAVE BAND CENTER FREQUENCY (Hz)

OBCII“}\[,)E PNC-50 | MEASURED LEVEL
FREQ SPL CRITERIA MINUS PNC-50
(Hz) (dB) (dB) (dB)
31.5 70.3 70 0.3
63 46.5 66 -19.5
125 53.2 62 -8.8
250 43.9 58 -14.1
500 48.2 54 -5.8
1,000 39.1 50 -10.9
2,000 36.6 46 -9.4
4,000 27 43 -16
8,000 27.6 43 -15.4

36




APPENDIX B

Performance Measurements
at the Crew Positions

Measured Levels re. NCB-50
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LEVEL

AO1 OLD MG AC NL CC

25

1 [ measureo LeveL minus NCB-60 CRITERIA

20_: ...........................................................................................

-20 W % 8% 1% 050 o \000'1000' 400° 600%
OCTAVE BAND CENTER FREQUENCY (Hz)
OCTAVE
FREQ | SPL | GAITERIA | " MINUS NCE-80
(Hz) (dB) (dB) (dB)
16 38.7 89 ~50.3
315 69.9 79 -9.1
63 57.8 69 -11.2
125 61.5 62 -0.5
250 60.6 58 2.6
500 49.9 55 =5.1
1,000 58.7 52 6.7
2,000 51.9 49 2.9
4,000 37.2 46 -8.8
8,000 30.4 43 -12.5
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AO1OLD MG AC NL DCC

25 ]
1 [E2 MEASURED LEVEL MINUS NCB-60 CRITERIA]
20 3
15
10
— 3
> 5
o N
-10 3
-15
"20 T AT 63 1P 450 €00 000000 00 000"
O a\% 8% 1% 950 &0V 00" 4O% 400V 00
OCTAVE BAND CENTER FREQUENCY (Hz)
OCTAVE
BAND NCB-50 | MEASURED LEVEL
FREQ SPL CRITERIA MINUS NCB-50
(Hz) (dB) (dB) (dB)
16 46.5 89 —42.5
31.5 73.3 79 =5.7
63 56.2 69 -12.8
125 62 62 0
250 56.8 58 -1.2
500 50.7 55 -4.3
1,000 65.2 52 13.2
2,000 54.4 49 5.4
4,000 41.4 46 —4.6
8,000 33.1 43 -9.9
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AO1 OLD MG DC NL CC

25
1 |E2 MEASURED LEVEL MINUS NCB-60 CRITERIA|
DO e
T e
10 _: ..................................................................................
3 3
o B _il ...............................................................................
et ;
4 o
- 10 _: ......................
-156 _f ..........
-20 \0' 3\6 ®
OCTAVE BAND CENTER FREQUENCY (Hz)
OCTAVE
BAND NCB-50 MEASURED LEVEL
FREQ SPL CRITERIA MINUS NCB-50
(Hz) (dB) (dB) (dB)
16 38.3 89 -50.7
31.5 73.4 79 -5.5
63 62.7 69 -6.3
125 55.8 62 -6.2
250 57.5 58 -0.5
500 53.8 55 -1.1
1,000 61.9 S2 9.9
2,000 51.2 49 2.2
4,000 36.2 46 -9.8
8,000 29.7 43 -13.3
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LEVEL

AQO1 OLD MG DC NL DCC

1 |ED MEASURED LEVEL MINUS NCB-60 CRITERIA]

LAl L lidll

[}
il

.........

-10_.; ...................
TR e
AT s g g g g g
3 B2 98° g0V 100V 100" ,00Y g0
OCTAVE BAND CENTER FREQUENCY (Hz)
OCTAVE
FREQ | 6PL | GRITERIA | “MINUS NCB-S0
(Hz) (dB) (dB) (dB)
16 45.2 89 -43.8
315 72.1 79 -6.9
63 63.4 69 -5.6
125 59.9 62 -2.1
250 54.8 58 =3.1
500 50.6 55 —4.4
1,000 58.7 52 6.7
2,000 54.1 49 5.2
4,000 40.1 46 -5.9
8,000 31.5 43 -11.5
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LEVEL

AO1T NEW MG AC NL CC

[z MEASURED LEVEL MiNUS NCB-B0 CRITERIA|

—

10

260 00

\000 1000 “000 %000

OCTAVE BAND CENTER FREQUENCY (Hz)

OCTAVE
FREQ | SBL | CRITEAIA | "MINUS NCB-50 -
(Hz) (dB) (dB) (dB)
16 41 89 -48
31.5 59.8 79 -19.2
63 56 69 -13
125 58.7 62 ~3.2
250 46.5 58 -11.5
500 52.5 55 -2.5
1,000 45.6 52 -6.3
2,000 51.5 49 2.5
4,000 35.9 46 -10.1
8,000 27.9 43 -15.1
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AO1NEW MG AC NL DCC

25
1 |=2 MEASURED LEVEL MINUS NCB-50 CRITERIA|
20 e e e
1 5 _: ...........................................................................................
O e
— e
w ]
> 5
& 04
@ 1O Foroeerereenee e [ pe B, G RS
-15 1:‘ ..........................
=20 g e T
N9 A 82 1% %Y &0 \00 ,100 200 %00
OCTAVE BAND CENTER FREQUENCY (Hz)
OCTAVE
BAND NCB-8§0 MEASURED LEVEL
FREQ SPL CRITERIA MINUS NCB-§0
(Hz) (dB) (dB) (dB)
16 33.2 89 -55.8
31.5 65.1 79 -13.9
63 50.5 69 -18.5
125 61.3 62 -0.7
250 48.6 58 -9.4
500 52.6 55 -2.4
1,000 48 52 -4
2,000 49 49 0
4,000 35.4 46 -10.6
8,000 25.6 43 -17.4
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AO1 NEW MG DC NL CC

25
: IE.Z) MEASURED LEVEL MINUS NCB-60 CniTERIA]
20 _'_1 ...........................................................................................
]
1 5 _': ...........................................................................................
10 _: ...........................................................................................
d 5 .5 ..........................................................................................
> 5
L_‘.’; 0
-10
=15
20— A eSS
A9 g 6> 1% 90V &0V o0 ,100 a00% 00
OCTAVE BAND CENTER FREQUENCY (Hz)
OCTAVE
BAND NCB-50 | MEASURED LEVEL
FREQ SPL CRITERIA | MINUS NCB-50
(Hz) (dB) (dB) (dB)
16 52.1 89 -36.9
315 75.1 79 ~3.9
63 59.4 69 -9.6
125 50.2 62 -11.8
250 46.2 58 -11.8
500 51.1 55 -3.9
1,000 47.2 52 -48
2,000 46.2 49 —2.8
4,000 32.7 46 -13.2
8,000 32.3 43 -10.7
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LEVEL

AO1 NEW MG DC NL DCC

1 [|E2 MEASURED LEVEL MINUS NCB-60 CRITERIA|

-20 @ a5 e 5 460 o 1000 400% 000 500%
OCTAVE BAND CENTER FREQUENCY (Hz)
OCTAVE
FREQ | oL | CRITERIA | MMINUS NCB-8O -
(Hz) (dB) (dB) (dB)
16 49.7 89 -39.3
31.5 62 79 -17
63 56.9 69 -12.1
125 57.3 62 -4.7
250 45.1 58 -12.9
500 55.7 55 0.7
1,000 47.5 52 -4.5
2,000 45.7 49 -3.3
4,000 32.9 46 -13.1
8,000 35.4 43 -7.6
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SO0 OLD MG AC NL CC

25
3 |2 MEASURED LEVEL MINUS NCB-60 CRITERIA]
2O Jrerrrr o e e e e
16
10
o 5
> 5
4 0
-5
-10 4
- 15 3
-20- 8 a9 83 % 80 00 ~00 00 A0C ~OO
AO AN 8 1% 40V &0 \00 100 A,OO 300
OCTAVE BAND CENTER FREQUENCY (Hz)
OCTAVE
BAND NCB-50 MEASURED LEVEL
FREQ SPL CRITERIA MINUS NCB-80
(Hz) (dB) (dB) (dB)
16 52.4 89 ~36.6
31.5 66.8 79 -12.2
63 59.5 69 -9.4
125 64.9 62 2.9
250 70.1 58 12.1
500 58.1 55 3.1
1,000 51.9 52 -0.1
2,000 47.6 49 -1.4
4,000 36 46 -10
8,000 32.5 43 -10.5
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SO0 OLD MG AC NL DCC

25
1 [c2 MeasuReo LEVEL MINUS NCB-60 CRITERIA]
20 Jrorrr e
T e
1O oo B
d b _: ..........................................................................
> :
& 04
=10 e
:
- 15 -
“20 o e 0 o0 :::o O .00 00
O an ) A9 90V o0 \00 100 “00 %00
OCTAVE BAND CENTER FREQUENCY (Hz)
OCTAVE
BAND NCB-50 MEASURED LEVEL
FREQ 8SPL CRITERIA MINUS NCB-560
(Hz) (dB) (dB) (dB)
16 51 89 -38
315 74.1 79 —4.9
63 52.2 69 —-16.8
125 60.8 62 -1.2
250 71.2 58 13.2
500 59 55 4
1,000 53.5 52 1.5
2,000 49.7 49 0.7
4,000 39.5 46 -6.5
8,000 35.6 43 -7.4
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LEVEL

SO0 OLD MG DC NL CC

[£2 MEASURED LEVEL MINUS NCB-60 CRITERIA|

OCTAVE BAND CENTER FREQUENCY (Hz)

OCTAVE
FREQ | SPL | CRITERIA | "MINUS NCB-50
(Hz) (dB) (dB) (dB)
16 52.1 89 -36.9
31.5 75.1 79 -3.8
63 56.8 69 -12.2
125 68.9 62 6.9
250 71 58 13
500 56.4 55 1.4
1,000 50.4 52 -1.6
2,000 45 49 -4
4,000 35.5 46 -10.5
8,000 32.3 43 -10.7
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LEVEL

SO0 OLD MG DC NL DCC

1 |E2 MEASURED LEVEL MINUS NCB-60 CRITERIA|

W S 62 1% 460 00,00 09° 5,000 400°

OCTAVE BAND CENTER FREQUENCY (Hz)

OCTAVE
FREQ | "SPL | CRITERIA | "MINUS NCB-80 -
(Hz) (dB) (dB) (dB)
16 50.8 89 -38.2
315 76.1 79 -2.9
63 52.5 69 ~16.4
125 66.5 62 4.5
250 70 58 12
500 58.1 55 3.1
1,000 52.2 52 0.2
2,000 46.8 49 ~2.2
4,000 39 46 -7
8,000 35.4 43 -7.6
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LEVEL

AO01 MG AC ECS ON W/BAF CC

] |!Z'.’:l MEASURED LEVEL MINUS NCB-60 CRITEMAJ

OCTAVE BAND CENTER FREQUENCY (Hz)

A.0°° 3000

OCTAVE
FREQ | SPL | CRITERIA | "MINUS NCB-50
(Hz) (dB) (dB) (dB)
16 72.6 89 -16.4
315 67.6 79 -11.4
63 60 69 -9
125 60.3 62 -1.7
250 54.4 58 -3.6
500 53.9 55 ~1.1
1,000 51.7 52 -0.3
2,000 49.4 49 0.4
4,000 45.5 46 -0.5
8,000 38.6 43 -4.4
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LEVEL

A01 MG AC ECS ON W/BAF DCC

] [E: MEASURED LEVEL MINUS NCB-50 CRITERIA|

20__:‘ ...........................................................................................

-20 — AT 63 19 460 (00 500 500,000 000
OCTAVE BAND CENTER FREQUENCY (Hz)
OCTAVE
BAND NCB-50 | MEASURED LEVEL
FREQ 8PL CRITERIA | MINUS NCB-50
(Hz) (dB) (dB) (dB)
16 63.9 89 -25.1
315 64 79 -15
63 59.9 69 -9.1
125 59.1 62 ~2.9
250 55.8 58 -2.2
500 58.1 55 3.1
1,000 52.4 52 0.5
2,000 50.8 49 1.8
4,000 46.3 46 0.3
8,000 40 43 -3
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AO1 NEW MG DC ECS ON W/BAF CC

25
1 |E2 MEASURED LEVEL MINUS NCB-50 CRITERIA|
20 e T e e
1B e e
O
]
- e L
w .
> 5
- 0 -
-b ?‘ ..........................
S Vo Y EEORURR
- 15 _i .....
-20 -
0% 000 400, 00% 400°
OCTAVE BAND CENTER FREQUENCY (Hz)
OCTAVE
BAND NCB-50 MEASURED LEVEL
FREQ SPL CRITERIA MINUS NCB-50
(Hz) (dB) (dB) (dB)
16 72.5 89 -16.5
315 66.6 79 -12.3
63 60.2 69 -8.8
125 64.2 62 2.2
250 54 58 -4
500 53 55 -2
1,000 50 52 =2
2,000 49 49 0
4,000 44.6 46 -1.4
8,000 38.8 43 -4.2
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LEVEL

AO1 NEW MG DC ECS ON W/BAF DCC

1 [= measuReD LevEL MiNUS NCB-60 CRITERIA]

‘160 600 \000 1000 5.000 3000
OCTAVE BAND CENTER FREQUENCY (Hz)

OCTAVE

mea | A | s, |MEAMSERLSE.
(Hz) (dB) (dB) (dB)
16 63.9 89 =25.1
315 63.7 79 -15.2
63 59.7 69 -9.3
125 59.9 62 -2.1
250 55.8 58 -2.2
500 57.2 55 2.2
1,000 51.4 52 -0.5
2,000 50. 1 49 1.2
4,000 45.6 46 -0.4
8,000 39.4 43 -3.6
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OCTAVE BAND CENTER FREQUENCY (Hz)

OCTAVE
FREQ | SPL | CRITERIA | "MINUS NCB-80
(Hz) (dB) (dB) (dB)
16 37.8 89 -51.2
31.5 58.3 79 -20.7
63 55 69 -14
125 55.8 62 -6.2
250 43.6 58 -14.4
500 50.6 55 ~4.4
1,000 42 52 -10
2,000 37.2 49 -11.8
4,000 22 46 -24
8,000 20.4 43 -22.5
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LEVEL

AO1 NEW MG AC NL ECS OFF W/BAF DCC

1 |E2 MEASURED LEVEL MINUS NCB-80 CRITERIA|

-20 W a8 83 9 60 o \000' 1000‘ AOOO'%OOQﬁ
OCTAVE BAND CENTER FREQUENCY {Hz'
OCTAVE
FREQ | SBL | CRITERIA | “MINUS NCB-80
(Hz) (dB) (dB) (dB)
16 35 89 -54
31.5 58 79 -21
63 58 69 -1
125 56.6 62 ~5.4
250 43.3 58 -14.7
500 57.4 55 2.4
1,000 44.5 52 -7.5
2,000 39 49 -10
4,000 25.6 46 -20.4
8,000 21.7 43 -21.3
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LEVEL

AO1 NEW MG DC NL ECS OFF W/BAF CC

1 |2 MEASURED LEVEL MINUS NCB-60 CRITERIA|

-20 oozl demml UL
WS 6% v 460 00 q0% 500,500 00
OCTAVE BAND CENTER FREQUENCY (Hz)
OCTAVE
FEQ | SPL | CRITERIA | "MINUS NOB-60 -
(Hz) (dB) (dB) (dB)
16 40.5 89 ~48.5
31.5 60.4 79 -18.6
63 50 69 -19
125 55.6 62 -6.4
250 39.2 58 -18.8
500 48.1 55 -6.9
1,000 39.3 52 -12.6
2,000 34.8 49 ~14.2
4,000 25.5 46 -20.5
8,000 cons 43 cors

®eee SPL LESS THAN 10 d8 ABOVE NOISE FLOOR AT THIS FREQUENCY
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AO1 NEW MG DC NL ECS OFF W/BAF DCC
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) %\,6 L) \16 '160 600 \000 1000 AOOO 6000

OCTAVE BAND CENTER FREQUENCY (Hz)

OCTAVE
FREQ | '8BL | CRITERIA | "MINUS NCB-60
(Hz) (dB) (dB) (dB)
16 38.8 89 -50.2
31.5 59.6 79 -19.4
63 49.7 69 -18.3
125 50 62 -12
250 42.1 58 -15.9
500 55.3 55 0.4
1,000 41 52 -11
2,000 37.6 49 -11.4
4,000 26.4 46 -19.6
8,000 seee 43 sene

®eee SPL LESS THAN 10 d8 ABOVE NOISE FLOOR AT THIS FREQUENCY
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AO1 NEW MG AC EACU ON W/BAF CC
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1 [=2measureo LeveL MinuS NCB-60 CRITERIA|
20 4
]
16 =
1O ooereerrrrrrmm
S E
(Y9} 4
e :
4 0
.
-5 .i
-10 7
- 15 3
-20 gl e
A9 g\ ) AL° 9V 0 \00 ,100 “00 %QO
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FREQ 8PL CRITERIA MINUS NCB-50
(Hz) (dB) (dB) (dB)
16 70.1 89 ~18.9
31.5 73.2 79 -5.8
63 69 69 0
125 64.1 62 2.1
250 63.1 58 5.1
500 63.6 55 8.7
1,000 715 52 19.5
2,000 €9 49 20
4,000 55.5 46 9.5
8,000 43.3 43 0.3
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LEVEL

AO1 NEW MG AC EACU ON W/BAF DCC

1 [ MEASURED LEVEL MINUS NCB-60 CAITERIA]

W6 oF P 480 o0 00% 000 “Oo"o 0%
OCTAVE BAND CENTER FREQUENCY (Hz)
OCTAVE
FREQ | 8PL | CAITERIA | “KINUS NCB-80
(Hz) (dB) (dB) (dB)
16 65.2 89 -23.8
315 74.3 79 -4.7
63 70.5 69 1.6
125 62.8 62 0.8
250 63.2 58 5.2
500 68.3 55 13.3
1,000 73.8 52 21.9
2,000 70.4 49 21.4
4,000 57 46 1
8,000 45.2 43 2.2
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SO0 NEW MG AC NL WO/CARPET CC

25
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OCTAVE BAND CENTER FREQUENCY (Hz)
OCTAVE
BAND NCB-50 MEASURED LEVEL
FREQ SPL CRITERIA MINUS NCB-50
(Hz) (dB) (dB) (dB)
16 37.8 89 -51.2
31.5 75.5 79 ~3.4
63 65.7 69 -3.3
125 56 62 -6
250 44.4 S8 -13.6
500 56.3 55 1.3
1,000 39.4 52 -12.6
2,000 38.8 49 -10.2
4,000 34.1 46 -11.8
8,000 31.3 43 -11.6

61




LEVEL

SO0 NEW MG AC NL WO/CARPET DCC

1 |E2 MEASURED LEVEL MINUS NCB-50 CRITERIA|

W oan® 8% 1% 460 00 00 00° 000 400°

OCTAVE BAND CENTER FREQUENCY (Hz2)

OCTAVE
FREQ | SPL | CRITERIA | “'MINUS NCB-80
(Hz) (dB) (dB) (dB)
16 35.9 89 -53.1
31.5 75.4 79 -3.5
63 59 69 -10
125 57.6 62 -4.4
250 44.4 58 -13.6
500 55.2 55 0.2
1,000 41.8 52 -10.2
2,000 44.1 49 -4.8
4,000 38 46 -8
8,000 33.8 43 -9.2
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SO0 NEW MG DC NL WO/CARPET CC
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OCTAVE BAND CENTER FREQUENCY (Hz)
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BAND NCB-50 | MEASURED LEVEL
FREQ SPL CRITERIA | MINUS NCB-50
(Hz) (dB) (dB) (dB)
16 36.8 89 -52.1
315 76.5 79 -2.5
63 64.5 69 —4.4
125 57.1 62 -4.9
250 48 58 ~10
500 53.1 55 ~1.9
1,000 34.3 52 -17.7
2,000 40.1 49 -8.9
4,000 34.7 46 1.3
8,000 31.1 43 -11.9
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FREQ SPL CRITERIA | MINUS NCB-50
(Hz) (dB) (dB) (dB)
16 34.7 89 -54.3
31.5 74.6 79 —4.4
63 57.6 69 —11.4
125 57 62 -5
250 48.3 58 -9.6
500 60 55 5
1,000 36.4 52 -15.5
2,000 46.7 49 -2.3
4,000 37.2 46 -8.7
8,000 33.9 43 -9.1
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SO0 NEW MG AC NL W/CARPET CC
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OCTAVE BAND CENTER FREQUENCY (Hz)
OCTAVE
BAND NCB-50 MEASURED LEVEL
FREQ 8SPL CRITERIA MINUS NCB-50
(Hz) (dB) (dB) (dB)
16 40.4 89 —48.6
31.5 76.3 79 -2.7
63 66.2 69 -2.8
125 58.4 62 -3.6
250 50.1 S8 -7.8
500 53.3 55 -1.7
1,000 39.1 52 -12.9
2,000 36.6 49 ~12.4
4,000 26.6 46 -19.4
8,000 27.4 43 -15.6
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SO0 NEW MG AC NL W/CARPET DCC
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OCTAVE BAND CENTER FREQUENCY (Hz)
OCTAVE
FAND NCB-50 MEASURED LEVEL
FREQ SPL CRITERIA MINUS NCB-50
(Hz) (dB) (dB) (dB)
16 37.2 89 -51.7
315 77.3 79 -1.7
63 57.4 69 -11.6
125 60.1 62 -1.9
250 48.8 58 -9.2
500 49.6 S5 -5.4
1,000 38.3 52 -13.7
2,000 37.5 49 -11.5
4,000 27.9 46 -18.1
8,000 27.2 43 -15.8
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SO0 NEW MG DC NL W/CARPET CC

25
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OCTAVE BAND CENTER FREQUENCY (Hz)
OCTAVE
BAND NCB-50 MEASURED LEVEL
FREQ SPL CRITERIA MINUS NCB-560
(Hz) (dB) (dB) (dB)
16 40.2 89 -48.8
315 69.7 79 -9.3
63 64.8 69 —-4.2
125 62.1 62 0.1
250 48.4 58 -9.6
500 53.6 55 -1.4
1,000 35 52 -17
2,000 35.5 49 -13.5
4,000 26.3 46 -19.7
8,000 27.8 43 -15.2
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OCTAVE BAND CENTER FREQUENCY (Hz)
OCTAVE
BAND | NCB-50 | MEASURED LEVEL
FREQ SPL | CRITERIA | MINUS NCB-50
(Hz) (dB) (dB) (dB)
16 37.1 89 -51.9
315 74.9 79 4.1
63 54.2 69 ~14.8
125 61.1 62 0.9
250 49.1 58 -8.9
500 57.3 55 2.3
1,000 36.4 52 ~15.6
2,000 36.5 49 ~12.5
4,000 27.7 a6 -18.3
8,000 27.6 43 -15.4
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SO0 NEW MG SVC AC NL W/CARPET CC

|3 MEASURED LEVEL MINUS NCB-560 CRITERIA|
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\Gr 3‘\ .-6’

OCTAVE BAND CENTER FREQUENCY (Hz)

OCTAVE
rReq | SPL | CRITERIA | “MINUS NCB-80
(Hz) (dB) (dB) (dB)
16 41 89 —48
31.5 71.6 79 -7.3
63 59.4 69 -9.6
125 56.3 62 ~5.7
250 42 58 -16
500 54.4 55 -0.6
1,000 37.5 52 -14.5
2,000 37 49 -12
4,000 27.3 46 -18.7
8,000 27.4 43 -15.5
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SO0 NEW MG SVC AC NL W/CARPET DCC

1 [E2 MEASURED LEVEL MINUS NCB-60 CRITERIA|

OCTAVE BAND CENTER FREQUENCY (Hz)

°§Iﬁ‘65 NCB-50 | MEASURED LEVEL
FREQ SPL CRITERIA | MINUS NCB-50
(Hz) (dB) (dB) (dB)
16 37.7 89 -51.3
31.5 75.3 79 -3.7
63 47.9 69 -21.1
125 52.9 62 -9.1
250 42.9 58 -15.1
500 54 55 ~1
1,000 39.8 52 -12.2
2,000 38.6 49 -10.4
4,000 28 46 -18
8,000 27.3 43 -15.7
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OCTAVE BAND CENTER FREQUENCY (Hz)
OCTAVE
BAND NCB-50 MEASURED LEVEL
FREQ 8SPL CRITERIA MINUS NCB-50
(Hz) (dB) (dB) (dB)
16 42.1 89 —46.9
31.5 67.6 79 -11.4
63 55.6 69 -13.4
125 55.6 62 -6.4
250 42.8 S8 -15.2
500 55.4 55 0.4
1,000 35.8 52 -16.2
2,000 35.8 49 ~-13.2
4,000 25.8 46 -20.2
8,000 27.7 43 -15.3
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SO0 NEW MG SVC DC NL W/CARPET DCC
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OCTAVE BAND CENTER FREQUENCY (Hz)

OCTAVE
BAND NCB-50 | MEASURED LEVEL
FREQ 8SPL CRITERIA | MINUS NCB-50
(Hz) (dB) (dB) (dB)
16 38.2 89 -50.8
31.5 70.3 79 -8.7
63 46.5 69 ~22.5
125 53.2 62 -8.8
250 43.9 58 -14.1
500 48.2 55 -6.8
1,000 39. 52 -12.9
2,000 36.6 49 -12.4
4,000 27 46 -19
8,000 27.6 43 -15.4
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OCTAVE BAND CENTER FREQUENCY (Hz)

OCTAVE
BAND NCB-50 | MEASURED LEVEL

FREQ 8SPL CRITERIA | MINUS NCB-50
(Hz) (dB) (dB) (dB)
16 38.2 89 -50.8
315 75 79 -3.9
63 60.8 69 -8.2
125 57.6 62 -4.4
250 48.6 58 -9.4
500 52.2 55 ~2.8
1,000 37.1 52 -14.9
2,000 37.7 49 -11.3
4,000 33.6 46 -12.4
8,000 31.5 43 -11.4
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SO0 NEW MG SVC AC NL WO/CARPET DCC

] IEZ! MEASURED LEVEL MINUS NCB-50 CRITERIAI
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OCTAVE BAND CENTER FREQUENCY (Hz)

OCTAVE

FREQ | SPL | CRITERIA | "MINUS NCB-80
(Hz) (dB) (dB) (dB)
16 35.8 89 -53.2
315 73.5 79 -5.5
63 55.7 69 -13.3
125 57.6 62 -4.3
[ 250 49.2 58 -8.8
500 53.2 55 -1.8
1,000 40.5 52 -11.5
2,000 40.7 49 -8.3
4,000 36.9 46 -9.1
8,000 35.3 43 -7.7
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SO0 NEW MG SVC DC NL WO/CARPET CC
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OCTAVE BAND CENTER FREQUENCY (Hz)
OCTAVE
BAND NCB-50 | MEASURED LEVEL
FREQ 8SPL CRITERIA MINUS NCB-80
(Hz) (dB) (dB) (dB)
16 40.7 89 —48.3
31.5 70.7 79 -8.3
63 61.3 69 -7.6
125 62.2 62 0.2
250 48.3 58 -9.7
500 52.3 55 -2.7
1,000 36.5 52 -15.5
2,000 40.8 49 -8.2
4,000 33.9 46 -12.1
8,000 31.6 43 -11.4
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SO0 NEW MG SVC DC NL WO/CARPET DCC
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0T RS 6% a5 60 00,009,009 ,000 000
OCTAVE BAND CENTER FREQUENCY (Hz)
OCTAVE
FREQ | 8BL | CRITERIA | "MINUS NCB-80
(Hz) (dB) (dB) (dB)
16 36.9 89 -52.1
315 | 645 79 145
63 58.5 69 ~10.4
125 60.2 62 -1.8
250 49.9 58 -8
S00 49.2 55 -5.8
1,000 38.4 52 -13.6
2,000 45.4 49 -3.6
4,000 37.1 46 -8.9
8,000 34.3 43 -8.7
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APPENDIX C
Performance Comparison Measurements

Old MGS vs New MGS
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: Legend
80 e ERER R R KRR LR P LR ECRRLREE £ SPECTAUM 1 SPL (aB) |
] 754 SPECTRUM 2 SPL (dB)
70 - ey g et e @B REFERENCE SPL (dB) |.M........
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OCTAVE BAND CENTER FREQUENCY (Hz)
SPECTRUM 1| SPECTRUM 2 | REFERENCE
SOUND SOUND SOUND
PRESSURE PRESSURE PRESSURE
FREQ LEVEL LEVEL LEVEL
(Hz) (dB) (dB) (dB)
315 69.9 59.8 70
63 57.8 56 66
125 61.5 58.7 62
250 60.6 46.5 58
500 49.9 52.5 54
1,000 58.7 45.6 50
2,000 51.9 51.5 46
4,000 37.2 35.9 43
8,000 30.4 27.9 43
OVERALL 71.4 64

Alpha O1 acoustic tests at the commander’s
chair in AC power operation with no load.
Spectrum 1. Measured SPL with old motor generator.
Spectrum 2: Measured SPL with new motor generator.
Reference: PNC-50 Criteria.
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] Legend
80 Bt BRRER R R E R R R RR LR =1 SPECTRUM 1 SPL (aB) |
p 753 SPECTRUM 2 SPL {dB)
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60 _: Yo, TENR Niff>, IERTTTIPTRRRITN & PIPPIPRPRPRTITRIPRRTTTSPPPPRRRCPVPRY i o ERERER
O
> 50 _‘j ..................................
4 N
40 ._: ..A::‘ .............
1 L R B
30 = .................
3 -.p A 2,9,
20 3|} X te Nio AN RN
17 x H
1 IR : 2% 2,
10 ] '-:' 3 oo, X rt‘ . \:
OCTAVE BAND CENTER FREQUENCY (Hz)
SPECTRUM 1| SPECTRUM 2 | REFERENCE
SOUND SOUND SOUND
PRESSURE PRESSURE PRESSURE
FREQ LEVEL LEVEL LEVEL
(H2) (dB) (db) (dB)
31.5 73.3 65.1 70
63 56.2 50.5 66
125 62 61.3 62
250 56.8 48.6 58
500 50.7 52.6 54
1,000 65.2 48 50
2,000 54.4 49 46
4,000 41.4 35.4 43
8,000 33.1 25.6 43
OVERALL 74.4 67.1

Alpha O1 acoustic tests at the deputy
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commander’s chair in AC power operation with no load.
Spectrum 1: Measured SPL with old motor generator.
Spectrum 2: Measured SPL with new motor generator.
Reference: PNC-50 Criteria.
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] Legend
80 e IRGR R RS TR PR ERRERRESTERRIEY 7 SPECTRUM 1 SPL (aB) |
] 5 754 SPECTRUM 2 SPL (dB)
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OCTAVE BAND CENTER FREQUENCY (Hz)
SPECTRUM 1 | SPECTRUM 2 | REFERENCE
SOUND SOUND S80OUND
PRESSURE PRESSURE PRESSURE
FREQ LEVEL LEVEL LEVEL
(Hz) (dB) (dB) (dB)
31.5 73.4 75.1 70
63 62.7 59.4 66
125 55.8 50.2 62
250 57.5 46.2 58
500 53.8 51.1 54
1,000 61.9 47.2 50
2,000 51.2 46.2 46
4,000 36.2 32.7 43
8,000 29.7 32.3 43
OVERALL 74.3 75.3

Alpha 01 acoustic test at the commander’s

chair in DC power operation with no load.

Spectrum 1. Measured SPL with old motor generator.
Spectrum 2: Measured SPL with new motor generator.

Reference: PNC-50 Criteria.
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Legend
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OCTAVE BAND CENTER FREQUENCY (Hz)
SPEC7TRUM 1| SPECTRUM 2 | REFERENCE
SOUND SOUND SOUND
PRESSURE PRESSURE PRESSURE
FREQ LEVEL LEVEL LEVEL
(Hz) (dB) (dB) (dB)
31.5 721 62 70
63 63.4 56.9 66
125 59.9 57.3 62
250 54.8 451 58
500 50.6 55.7 54
1,000 58.7 47.5 50
2,000 54.1 45,7 46
4,000 40.1 32.9 43
8,000 31.5 35.4 43
OVERALL 73.2 64.9

Alpha O1 acoustic tests at tie deputy
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commander’s chair in DC power operation with no load.
Spectrum 1: Measured SPL with old motor generator.
Spectrura 2: Measured SPL with new motor generator.
Reference: PNC-50 Criteria.
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SPECTRUM 1| SPECTRUM 2 | REFERENCE
SOUND SOUND SOUND
PRESSURE PRESSURE PRESSURE
FREQ LEVEL LEVEL LEVEL
(Hz) (dB) (dB) (dB)
31.5 66.8 71.6 70
63 59.5 59.4 66
125 64.9 56.3 62
250 70.1 42 58
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Sierra 00 acoustic tests at the commander’s
chair in AC power operation with no load.
Spectrum 1. Measured SPL with old motor generator.
Spectruin 2: Measured SPL with new motor generator.
Reference: PNC-50 Criteria.
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Sierra 00 acoustic tests at the deputy

commander’s chair in AC power operation with no load.
Spectrum 1: Measured SPL with old motor generator.
Spectrum 2: Measured SPL with new motor ‘generator.
Reference: PNC-50 Criteria.
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Sierra 00 acoustic tests at the commander’s
chair in DC operation with no load.
Spectrum 1. Measured SPL with old motor generator.
Spectrum 2: Measured SPL with new motor generator.
Reference: PNC-50 Criteria.
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Sierra 00 acoustic tests at the deputy
commander’s chair in DC power operation with no load.
Spectrum 1: Measured SPL with old motor generator.
Spectrum 2: Measured SPL with new motor generator.
Reference: PNC-50 Criteria.
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APPENDIX D
Performance Comparison Measurements

Commander’s Chair vs
Deputy Commander’s Chair
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Alpha 01 acoustic tests with the new motor generator
in AC power operation, ECS on, and acoustic baffles in place.

Spectrum 1. Measured SPL at the commander’s chair.

Spectrum 2: Measured SPL at the deputy commander’s chair.

Reference: PNC-50 Criteria.
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Alpha 01 acoustic tests with the new motor generator
in DC power operation, ECS on, and acoustic baffles in place.
Spectrum 1. Measured SPL at the commander’s chair.

Spectrum 2: Measured SPL at the deputy commander’s chair.
Reference: PNC-50 Criteria.
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Alpha O1 acoustic tests with the new motor generator
in AC power operation, ECS off, and acoustic baffles in place.
Spectrum 1. Measured SPL at the commander’s chair.

Spectrum 2: Measured SPL at the deputy commander’s chair.
Reference: PNC-50 Criteria.
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Alpha 01 acoustic tests with the new motor generator
in DC power operation, ECS off, and acoustic baffles in place.
Spectrum 1. Measured SPL at the commander’s chair.

Spectrum 2: Measured SPL at the deputy commander’s chair.
Reference: PNC-50 Criteria.
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Alpha O1 acoustic tests with the new motor generator
in AC power operation, EACU on, and acoustic baffles in place.
Spectrum 1. Measured SPL at the commander’s chair.

Spectrum 2: Measured SPL at the deputy commander’s chair.
Reference: PNC-50 Criteria.
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APPENDIX E
Performance Comparison Measurements

Sierra 00 With and Without Carpet
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Sierra 00 acoustic tests at the commander’s chair with the
unserviced new motor generator in AC power operation with no load.

Spectrum 1. Measured SPL without carpet.
Spectrum 2: Measure+ SPL with carpet.
Reference: PNC-E0 Criteria.
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Sierra OO0 acoustic tests at the deputy commander’s chair with
the unserviced new motor generator in AC power operation with no load.
Spectrum 1. Measured SPL without carpet.

Spectrum 2: Measured SPL with carpet
Reference: PNC-50 Criteria.
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Sierra 00 acoustic tests at the commander’s chair with the
unserviced new motor generator in DC power operation with no load.

Spectrum 1: Measured SPL without carpet.
Spectrum 2: Measured SPL with carpet.
Reference: PNC-50 Criteria.
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Sierra 00 acoustic tests at the deputy commander’s chair with
the unserviced new motor generator in DC power operation with no load.
Spectrum 1. Measured SPL without carpet.
Spectrum 2: Measured SPL with carpet.

Reference: PNC-50 Criteria.
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Sierra 00 acoustic tests at the commander’s chair with
the serviced new motor generator in AC power operation with no load.

Spectrum 1: Measured SPL without carpet.
Spectrum 2: Measured SPL with carpet.
Reference: PNC-50 Criteria.
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Sierra 00 acoustic tests at the deputy commander’s chair with
the serviced new motor generator in AC power operation with no load.

Spectrum 1: Measured SPL without carpet.
Spectrum 2: Measured SPL with carpet.
Reference: PNC-50 Criteria.
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Sierra 00 acoustic tests at the commander’s chair with
the serviced new motor generator in DC power operation with no load.

Spectrum 1. Measured SPL without carpet.
Spectrum 2. Measured SPL with carpet.
Reference: PNC-50 Criteria.
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Sierra 00 acoustic tests at the deputy commander’s chair with
the serviced new motor generator in DC power operation with no load.

Spectrum 1. Measured SPL without carpet.
Spectrum 2: Measured SPL with carpet.
Reference: PNC-50 Criteria.
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APPENDIX F
Performance Comparison Measurements

Sierra 00 Serviced vs Unserviced MGS
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Sierra 00 acoustic tests at the commander’s
chair in AC power operation with no load with carpet.
Spectrum 1. Measured SPL before servicing of motor generator.
Spectrum 2: Measured SPL after servicing of motor generator.
Reference: PNC-50 Criteria.
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Sierra 00 acoustic tests at the deputy commander’s
chair in AC power operation with no load with carpet.
Spectrum 1: Measured SPL before servicing of motor generator.
Spectrum 2. Measured SPL after servicing of motor generator.

Reference: PNC-50 Criteria.
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Sierra 00 acoustic tests at the commander’s
chair in DC power operation with no load with carpet.

Spectrum 1. Measured SPL before servicing of motor generator.
Spectrum 2: Measured SPL after servicing of motor generator.

Reference: PNC-50 Ciriteria.
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Sierra 00 acoustic tests at the deputy commander’s

chair in DC power operation with no load with carpet.

Spectrum 1: Measured SPL before servicing of motor generator.
Spectrum 2: Measured SPL after servicing of motor generator.

Reference: PNC-50 Ciriteria.
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APPENDIX G
Performance Comparison Measurements

Alpha 01 vs HETF |
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Acoustic tests at the commander’s chair with
the new motor generator in AC power operation with no load.

Spectrum 1. Measured SPL at Alpha O1.
Spectrum 2: Measured SPL at HETF |.
Reference: PNC-50 Criteria.
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Acoustic tests at the deputy commander’s chair with
the new motor generator in AC power operation with no load.

Spectrum 1: Measured SPL at Alpha O1.
Spectrum 2: Measured SPL at HETF |.
Reference: PNC-50 Criteria.
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Acoustic tests at the commander’s chair with
the new motor generator in DC power operation with no load.

Spectrum 1. Measured SPL at Alpha O1.
Spectrum 2: Measured SPL at HETF |I.
Reference: PNC-50 Criteria.

113




Legend

.........................................................

33 SPECTRUM 1 SPL (dB)
3 SPECTRUM 2 SPL (dB)
.................................. @B REFERENCE 8PL (dB) |............

LEVEL

070707074747 07 0767076070 e e e
R RRRRRRRRRRRRIRIRRRRRIR
NSNS NARNRANNNNSN

OCTAVE BAND CENTER FREQUENCY (Hz)

SPECTRUM 1 | SPECTRUM 2 | REFERENCE
SOUND SOUND S8OUND
PRESSURE PRESSURE | PRESSURE
FREQ LEVEL LEVEL LEVEL
(Hz) (dB) (dB) (dB)
315 62 58.4 70
63 56.9 €0.1 66
125 57.3 54.7 62
250 45.1 43.5 58
500 55.7 47 S4
1,000 47.5 44.8 S0
. 2,000 45.7 47.9 46
4,000 32.9 36.1 43
8,000 35.4 27.8 43
OVERALL 64.9 63.4
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Spectrum 1. Measured SPL at Alpha O1.

Spectrum 2: Measured SPL at HETF |.

Reference: PNC-50 Criteria.
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